The emergence of the Demand Response (DR) program optimizes the energy consumption pattern of customers and improves the efficacy of energy supply. The pricing infra-structure of the DR program is dynamic (time-based). It has rather complex features including marginal costs, demand and seasonal parameters. There is variation in DR price rate. Sometime prices go high (peak load) if the demand of electricity is more than the generation capacity. The main objective of DR is to encourage the consumer to shift the peak load and gets incentives in terms of cost reduction. However, prices remain the same for all the users even if they shift the peak load or not. In this work, Game Theory (GT)-based Time-of-Use (ToU) pricing model is presented to define the rates for on-peak and shoulder-peak hours. The price is defined for each user according to the utilize load. At first, the proposed model is examined using the ToU pricing scheme. Afterward, it is evaluated using existing day-ahead real-time pricing scheme. Moreover, shifting load from on-peak hours to off-peak hours may cause rebound peak in off-peak hours. To avert this issue, we analysis the impact of Salp Swam Algorithm (SSA) and Rainfall Algorithm (RFA) on user electricity bill and PAR after scheduling. The experimental results show the effectiveness of the proposed GT-based ToU pricing scheme. Furthermore, the RFA outperformed SSA.
Introduction
Today, the power industry is the highest producer of electricity to balance demand and supply. The major considerations of the power industry are environmental protection, energy demand and the integration of renewable energy resources. The distributed renewable energy resources are installed to resolve the environmental related issues and energy demand. Moreover, energy generated by these resources is cheap as compared to power plants. However, a backup is needed for constant energy flow because of varying weather conditions which effects the generation of power. As the demand of power changes with the varying weather conditions. The change in energy demand and supply is very common. The Demand Response (DR) program is designed to cope with the load balancing problem. Various pricing strategies under DR program have been introduced in order to overcome the extensive and ToU tariffs are introduced. To minimize the extensive usage of electricity during on-peak hours (i.e., energy demand increases). The DR program encourages the user to shift the load from on-peak hours and get incentives. ToU tariff is the most common pricing scheme amongst others [4] . The ToU tariff is divided into three blocks: off-peak, shoulder-peak and on-peak hours. Although, ToU tariff can reduce the peak-load of electricity demand. However, almost zero energy consumption is observed during some peak period [7] . Zero energy consumption means no revenue. To achieve the better performance, an energy management controller is required to schedule the load in mean level. The electricity price for load shifting consumer is the same as other consumers [7] . A peak-rebate concept is introduced in this proposed work. Where a game theory model is presented to facilitate the load shifting consumers with price incentives. Moreover, to avoid the peak formation during the off-peak hours, meta-heuristic-based scheduling algorithm is presented in this work.
The rest of the paper is organized as follows: related work is discussed in Section 2. While system model is discussed in Section 3. Section 4 discusses the proposed methodology. Simulation results are shown in Section 5 and conclusion is provided in Section 6.
Related Work
Pricing schemes under DR program are defined to minimize the load on the generation unit. Two predominant electricity price rates are commonly used, i.e., flat rate and dynamic price rate. Prices under flat rates (traditional) remain stable regardless of the rise in load demands. Whereas dynamic price rates (cost-reflective) reflect the true cost of generation and supply. It might be helpful to reduce the load in a smaller region. The main components that influencing the electricity price model are; seasonal price spikes, seasonal volatility and seasonal fluctuation in demand and supply [11] . Authors in [11] consider these factors when designing electricity price model. This price model is based on stochastic time change and deterministic feature. Nowadays forecasting methods are introduced in the electricity price model. Authors in [12] study the long-term seasonal components' effect in day-ahead price forecasting. Further, NARX Neural Network (NN) model is employed by [12] for electricity price forecasting. Similarly work on NN-based electricity price forecasting model is proposed in [13] . At first, the model consists of a two-layer decomposition technique. Thereafter, a hybrid model based on fast ensemble empirical mode decomposition, variational mode decomposition and back propagation NN is proposed. Finally, NN model is optimized using the firefly algorithm. Although, these price prediction techniques generalize the actual electricity price. However, prediction of weather condition and user demand cannot be 100% accurate.
In the literature, several works focus on event-based and time driven pricing schemes while neglecting that environmental conditioning may affect pricing schemes. As a consequence, authors in [14] inspire from psychology and behavioural economics, design cost-reflective tariffs. These tariffs are applied to the larger cross-section of the population. However, the existing pricing schemes like ToU are defined for two or three blocks, whereas pricing scheme defined on the human stochastic behaviour may not be applicable for the long-term periods. In this regard, ref. [15] propose the enhanced ToU tariffs in which 24 hours time slots are divided into periods of six blocks. While using this scheme, user can schedule the on-peak load towards the shoulder-peak or off-peak hours. Therefore, no proper mechanism is defined to cope with the peak formation during the shoulder-peak hours, as already these hours have much load.
Work in [16] designs the ToU tariff that is generated through flat-rates using clustering technique. Besides, the Gaussian mixture model clustering technique is used to group the half-hour time-span tariff and load demand into shoulder-peak, off-peak and on-peak hours. The main drawback of such models is lack of load controlling mechanism that can shift the shoulder-peak into on-peak hours of next day. Decision making another strategy is combined with electricity price model and in this regards, authors in [17, 18] design the GT-based pricing model. Firstly, work in [17] uses GT Nash equilibrium strategy to define the ToU price rate for N time-frame of a day where electricity demand is a key factor that affects the electricity cost. Lastly, electricity price model in [18] calculates flat and elastic prices. This elastic price varies according to the generation and demand. However, the extra generation cost will be divided equally to each user. This can inconvenience the user who had already shifted his load and has compromised comfort.
Simple time-varying electricity pricing schemes and automated energy management system can rebound peaks in the residential home when each user wants to reduce electricity bill by shifting load from on-peak to off-peak hours [8] . To deal with this problem, innovative electricity price structures such as Multi-ToU and Multi-CPP are proposed in [8] . Simulation results depict that proposed pricing schemes smoothen the aggregate demand. Similarly, the peak load of the aggregated load demand problem is also discussed in [19] . Authors in [19] propose adaptive consumption level pricing scheme to shift the peak load demand. A case study test results show that the proposed scheme achieves peak load reduction up to 35% and a reduced electricity cost up to 53%. In addition, the user gets a reduced cost up to 53% by curtailing their load. This curtail load scheduled on the next day, which can discomfort the user.
Pricing mechanism is a solution for on-peak load management; however, the scheduling mechanism is required to shift load in a suitable manner. To achieve this, works in [20] [21] [22] [23] [24] [25] [26] [27] [28] [29] [30] [31] [32] [33] [34] [35] [36] [37] [38] [39] present different load controlling techniques and strategies. For instance, the work in [20] proposes a Distributed Energy Storage Planning (DESP) for PAR minimization. As first, residential users are allowed to select an appropriate storage space so that balance between the installation and savings is maintained. Thereafter, a Genetic Algorithm (GA) is used for DESP whereas, a GT approach is used for distributed energy management. Moreover, this work also considered consumers' privacy. Simulations results show that the proposed scheme minimizes PAR as well as consumers electricity bill. The authors in [21] present an algorithm for peak load reduction with coordinated response using Electricity Storage System (ESS), Photovoltaics (PV) and electric vehicle. In their work, peak load is reduced by observing the residential load of consumer using AMI in real-time. In addition, Artificial Neural Network (ANN) technique for peak load prediction is examined. The authors evaluate the effectiveness of the proposed scheme with Decision Tree (DT) algorithm. Furthermore, simulation results show that taking appropriate coordinated actions, the proposed scheme minimizes the peak load reasonably.
Some machine learning techniques are also being studied to investigate the smart grid related issues. The combined problem of multiple power companies and DR management in a smart gird network is studied by [10] through reinforcement learning and GT technique. To balance the power and supply [22] function binding is proposed. Where equilibrium is achieved between competitive and oligopolistic markets using GT. Another article [23] , studied the DR framework, here authors simulated for stochastic environment. For real time scenario, values are taken after forecasting. These studies show the importance of GT model in DR. Further, In [24] , Asif et al. develop a priority-based Demand side management DSM strategy for scheduling home appliances. Three known meta-heuristic techniques namely GA, Binary Particle Swarm Optimization (BPSO) and Enhanced Differential Evaluation (EDE) algorithm are employed. These techniques incorporate SS to solve the load shifting problem in SH. Furthermore, to tackle the problem of rebound peaks and enhance the stability of the grid, the knapsack capacity limit is used. From the simulation results, the cost is reduced by 60%. However, this work considered a limited number of home appliances.
A nonlinear programming model is proposed by [25] . In this work, the real-time DR model is presented to minimize the electricity cost associated with consumption through appliance scheduling while ignoring consumer comfort. Another article [26] presents a model for residential users to minimize their consumption cost. It is assumed that all consumers are selfish and they are only concerned about minimizing their energy utilization cost. For this purpose, the work adopts a non-cooperative game theoretic approach to optimize their battery capacity and schedule their electricity consumption. Besides, the work examines bilateral trading between the utility and consumers. In addition, this approach encourages the consumers to minimize their consumption cost and reduces the PAR. The experimental results show that the scheme achieves energy utilization cost reduction up to 5% and PAR reduction up to 50%. The authors in [27] develop a SHEMS to minimize consumption cost, PAR and user discomfort. In their work, the authors use three known meta-heuristic techniques namely Ant Colony Optimization (ACO), BPSO and GA. For the electricity tariff implementation, authors merge the ToU and IBR pricing signals. In addition, authors combine the RES and ESS. The simulation results show that GA-based SHEMS outperforms BPSO and ACO-based SHEMS in cost and PAR reduction with a tolerable user discomfort.
In [28] , a multi-objective model for DSM is proposed by Dan Li. In his work, the author considers a day-ahead market with a hierarchical framework for the three grid participants namely: DR aggregator, utility and consumers. In his framework, all the grid participants have different objectives. The utility seeks to minimize its operational cost and increases its revenue. Whereas DR aggregator acts as a broker between consumer and the utility. The utility ensures that DSM services will be provided whereas, consumers are assured that the electricity bill will be curtailed if they eagerly participate in DSM programs. To give maximum benefit to all the participants, Artificial Immune Algorithm (AIA) is employed [28] . AIA uses a Pareto optimal set to ensure fairness among all grid participants.
Ren Shiou Liu [29] presents a multi-agent-based decentralized mechanism for SHs to share electricity within the neighbouring homes. The mechanism uses two algorithms namely Column and Constraint Generation (CCG) algorithm and Scalable and Robust DSM (SRDSM) algorithm. In addition, RES and ESS are incorporated to meet the electricity demand of the SH. The simulation results show that CCG is effective in cost reduction as compared to SRDSM. Whereas SRDSM outperforms CCG in PAR reduction. However, the performance of CCG is affected by increasing number of SHs. Furthermore, the proposed scheme only relies on solar irradiation for energy production. Therefore, the performance of this scheme is affected by uncertain weather conditions.
To minimize PAR, Vivekananthan et al. [30] analyze data gathered from several homes. The work uses an incentive-based scheme to reward consumers who actively participate in PAR reduction. However, the authors assume that all the consumers have a similar load profile and usage pattern of the home appliances. Simulation results show that the proposed scheme reasonably minimized the PAR. In [31] , the authors develop a SHEMS to curtail the peak demand by motivating consumers to eagerly participate in the DSM strategies using the ToU scheme. In addition, GA and PSO-based known meta-heuristic techniques are implemented in a typical SG scenario. Furthermore, the authors highlight the advantages of ESS. Experimental results illustrate that the given optimization problem is effectively solved using PSO.
To automatically control and implement distributed DR [32] , the authors proposed Overgrid, a distributed peer-to-peer architecture. Overgrid balances the power demand of its system buildings which belongs to virtual microgird. Qian et al. [33] proposed DR strategy in SG to minimize PAR. In addition, consumers minimize the electricity bill whereas, the utility plans to get more profits. To derive advantages of DR strategies for all the participates, Simulated-Annealing-based Price Control Algorithm (SAPCA) along with an iterative algorithm for scheduling the home appliances are examined. SAPCA maximizes the profit of utility whereas, iterative algorithm curtails the consumers' electricity bill. In addition, the income of the utility is increased.
In order to keep the balance in demand and supply, flow updating distributed algorithm is implemented for monitoring the electricity consumption. Another article [34] presented the teletraffic tool to control the energy load. They proposed control schemes which are tuned to achieve the trade-off among control overhead, usage and privacy leakage. In power system, the utility stability is not only a matter of fact but also consumer satisfaction. Consumer satisfaction usually means minimum cost with maximum comfort. Developing an energy conservation plan at the consumer end can reduce up to 40% annual energy bills [35] by ensuring the fair level of user comfort. To achieve this goal, [35] compared the proportional-integral-derivative and Model Predictive Control (MPC) control methods of an air conditioner of a home.
The authors in [36] develop a SHEMS for scheduling home appliances and power trading simultaneously. It is assumed that each home has its own microgrid and ESS. Moreover, the SH is connected with the utility to trade the deficit/surplus energy on the basis of its requirements.
The electricity demand of the SH is directly fulfilled by the MG and ESS. To schedule the home appliances, the work implements Cuckoo Search Algorithm (CSA) and SA. Simulation results show that the proposed scheme reduces the PAR and energy utilization cost. Furthermore, it shows that the performance of CSA is superior to SA in terms of cost minimization and earnings maximization.
Asif et al. [37] develop a scheme that derives an absolute comfort level for domestic users. In their scheme, the consumer is assigned a unique priority for each appliance on the basis of time and operational properties. It is assumed that the priorities assigned to each appliance vary according to the preferences of consumers. The work uses an Evolutionary Accretive Comfort Algorithm (EACA) with GA to generate an operational schedule of home appliance that yields a maximum User Comfort (UC) with a pre-determined budget. Simulation results report that their scheme achieves a reasonable UC within a small budget. The authors in [38] present a scheme that enhances UC via renowned meta-heuristic techniques, GA and PSO. The work maintains a specific environment inside an SH. To achieve the desired objective, the authors analyze a dataset recorded over a period of one month inside a laboratory. Experimental results report that the proposed scheme achieves the desirable objective. However, the work ignores PAR and electricity utilization cost.
Bharathi et al. [39] present a technique to minimize energy utilization cost. In their work, the authors analyze the energy utilization pattern of domestic, commercial and industrial consumers from different data repositories. To minimize the energy consumption cost of consumers, the authors use GA. Experimental results review that GA-based DSM achieves cost minimization as compared to the situation when GA is not used. Although, optimization techniques can be effective for a specific scenario. However, to derive the universal optimal solution is a challenging task. As a consequence, this work proposes a new optimization technique for appliances scheduling to reduce electricity cost and PAR.
System Model
Under DR program different electricity tariffs (i.e., ToU, RTP, CPP, etc.) have been defined in order to reduce electricity demand during the on-peak hours. The DR strategy provides the incentive to shift the load from on-peak to off-peak hours. Where prices during the off-peak hours are low as compared to the on-peak hours. The prices during the on-peak hours increase as the demand of electricity increases and the excessive demand is fulfilled by costly energy generation units i.e., (fuel generators). The electricity per unit price is not only about the generation cost; however, there are also some other factors. The main factors that effect the electricity price signals are: generation cost, transmission cost and distribution cost [6] as described in Figure 1 . The prices are highly influenced by the user demand and utility. Utility is known as service provider, it regulates the electricity rate seasonally (ToU and CPP), weekly, daily or hourly (variable peak price rebate or RTP).
In this paper, an enhanced ToU tariff based on GT (GTToU) is proposed for a residential sector. In this model, each user' s per unit price of shoulder-peak and on-peak hour is calculated according to the electricity load profile and extra generation cost. Further, the proposed scheme is compared with that of day-ahead RTP. An overview of the proposed system model and information flow between the system components is provided in Figure 1 . The electricity used by the end user passed through different processes. First, the generated energy is transmitted towards the distribution units through transmission lines. In the distributed unit, transformers stepping down the energy voltage to the level used by the consumer and distributed towards the end users through distribution lines. In this work, each home is considered as a smart home. A smart meter and an Energy Management Controller (EMC) are installed at each home. The smart meter acts as a gateway to exchange the information between the utility and a smart home. The EMC manages and controls the electricity load by scheduling the smart electrical appliances. A scheduler installed in the EMC schedules appliances according to constraint(s) defined by the optimization framework [40] . In this proposed work, utility asks for the user energy demand before the start of the day and it could be one hour before or 5 minutes before. The constraint (threshold level) will be set by the utility and scheduler according to the provided information. In our proposed work appliances are scheduled from on-peak to off-peak hours according to the provided electricity rates and demand through smart meter. The utility has a price regulator that calculates each user's shoulder-peak and on-peak price according to the consumed power. The utility also monitors the other costs (i.e., generation, transmission and distribution cost). However, in our scenario, we focus on the users' power consumption. The price regulator calculates the price using GT and updates the users through the smart meter. Moreover, the user manages the load during the shoulder-peak and on-peak hours through scheduling. Whereas a meta-heuristic-based scheduler is embedded in EMC. In addition, we consider two meta-heuristic algorithms, SSA and RFA.
Formulation of GTToU
Due to the high demand of electricity during some specific hours, generation increases and has impact on electricity price and user' s electricity bill. In this section, a mathematical model is formulated to enhance the ToU electricity price signals. In ToU rate, a day is broken up into three blocks: on-peak, shoulder-peak and off-peak. Prices during the on-peak and shoulder-peak hours are high due to high demand and generation units. It is worth mentioning here that each customer is charged the same price even if any of them shifts load towards off-peak hours. In this proposed price rate, each user's per unit price is calculated during the shoulder-peak and on-peak hours according to the generation of extra energy and users' consumed electricity. Further, in this section, we will discuss the constrained-based scheduling problem. The focus of the proposed work is cost minimization. Besides, the load shifting from on-peak and shoulder-peak hours to off-peak hours is also done.
Modified ToU Tariff
The modified ToU tariff is based on the extra generation cost and the load demand of user's during the specific hours. The changes per hour units are made for shoulder-peak and on-peak hours. The formal representation of modified ToU price signal (ΞP(hour)) is given as (1):
where
represents the off-peak hours. Utilities define the price rate according to the demand, where electricity prices are high during the periods of high power demand (on-peak hours) and lower during the periods of low power demand (off-peak hours) [41] . off-peak hours are usually when homes and offices use less electricity.
In this scenario, we consider on-peak and Shoulder peak as on-peak hours. The h denotes the N number of homes (h = 1, 2, 3, ..., N) in a specific area. The value of depends on extra cost (ß%) rather than the off-peak price, the value of ß% depends upon the extra generated energy. The increasing amount of generation will increase the ß percentage of user per unit charge. The ß% amount will be distributed among all the users within a specific time interval according to their consumed electric energy.
Electricity Cost Minimization
DSM strategy, load shifting is adopted to reduce the electricity cost. EMC is used for home load management and appliances scheduling. However, this load shifting may results in undesirable rebound peaks because every consumer tries to reduce the electricity bill. To tackle with the rebound peak issue, we have proposed a constraint-based electricity cost minimization function. Here, electricity load is shifted from shoulder-peak and on-peak hours towards off-peak hours according to given constraint in Equation (3) . In this equation, a threshold level according to aggregate load of all connected homes is defined for the on-peak, shoulder-peak and off-peak hours. The scheduler installed in energy management controller schedules the load according to the limits of power demand. It also prevents the rebound peak. The objective function of electricity cost minimization is mathematically written as:
Subject to the constraint:
where std denotes standard deviation; E.L US is the total aggregated load of N homes. Appliances will be scheduled according to the constraint defined in Equation (3) . In this equation, load limits are defined for the on-peak and off-peak hours. This threshold avoids the load to increase from a specific limit which helps in avoiding the rebound peak. The electricity load of an individual home is calculated as:
where ℘ = [0, 1] represents the On and Off status of an appliance. The total electricity cost E.C total is calculated as:
The Equation (9) is formulated to calculate the E.C h hour .
where ΞP h (hour) is the list of electricity price signal.
Proposed Methodology

GT Based Price Model
In this section, the proposed GTToU tariff is briefly discussed. In this work, the ToU price signals are enhanced using cooperative GT. In cooperative game, players cooperate to form some coalitions to distribute the profit according to the contribution (pay-off). The player with maximum contribution can obtain more profit. Every participant in coalition wants maximum profit [42] . In cooperative GT, Shapley value, a solution concept is proposed in [43] . In this work, the concept of Shapley value is used for fair distribution of extra generation cost among the N homes in a coalitional game (ℵ, ν). Fair in the sense, the home with maximum load has been charged more as compared to the customer who shifted the peak load. The extra generation cost that will be added in the home h electricity bill is calculated as [44] :
The Shapely value h hour is expected electricity cost (pay-off or marginal distribution) of home h. Where ℵ is a set of N homes and ν is the function that maps subsets of ℵ to the real numbers (i.e., ν : 2 ℵ → ). The |S| represents the number of member in a coalition S and |ℵ| (=N) is the total number of homes. For coalition S, ν(S) describes the total expected sum of marginal distribution that a member of S can obtain. In Equation (10), numerator is equal to the number of permutations of S whereas denominator is the total number of permutation [42] . Permutation is used to find out all the possibilities in which coalition can formed, for N homes it is calculated as 2 N . The complexity of electricity bill calculation procedure is O(N × 2 n ).
SSA Based Scheduling Model
To optimally schedule the home appliances, SSA home appliances scheduling mechanism is proposed in this work as given in Algorithm 1. SSA behaviour is adopted from the Salps swarm navigating and foraging behaviour in oceans. Salp belongs to the Salpidae' s family. The main motivation to adopt this technique for optimization is their swarming behaviour where all Salps move and forage food together [45] . This behaviour helps the Salp to explore and exploit the search space.
In this EMC, each salp is considered as an appliance. Where the target is to find the best swarm, i.e., a group of appliances. The salps' swarm move together and find an optimal solution to survive. In our case, a group of appliances will have to find the best optimal point during a time-interval. Where, its target is to consume a moderate level of electricity so that neither it creates peak nor increases the price. while itertaion < MaxIteration do 3: Calculate the fitness of each swarm using objective function. for i ← 1 to length(population) do 6: if i == 1 then
Update position of leading Salp 8:
Update position of follower Salp Select the best Salp for schedule 15: Sch(time_slot) = best 16: end for
SAA
There is a chain of Salp swarm. This swarm is then divided into leaders and followers. A Salp leading a chain is said to be a leader Salp and others are follower Salps. The leader Salp guides the follower Salp. An n-dimensional search space is considered. n indicates the number of variables of a given optimization problem. X is a two-dimensional matrix used to denote the positions of Salps. F is a food source assumed in the search space. A Salp target inside the search space is F.
Following equation is used to update the leader position [45] .
j is a dimension of a search space. x 1 j is a position of leader Salp in a jth dimensional search space. F j is considered as a food source in jth dimensional search space. Where ub j and lb j are the upper and lower bounds of search space with dimension j. c 1 , c 2 and c 3 are random numbers.
The leader Salp position depends on the food source. c 1 is a coefficient. c 1 balance the exploration and exploitation. It is a very important parameter for Salp algorithm.
c 2 and c 3 are random numbers. The value of c 2 and c 3 is 0.5. c 2 and c 3 decides whether the next step should be towards positive or negative infinity. Newton's law of motion is used to update the position of follower Salps. Equation (13) is used for this purpose: 
RFA Based Scheduling Model
To optimally schedule the home appliances, RFA is proposed in this work. RFA mimics the behavior of rain drops. In EMC, each drop of rain is considered as an appliance. The drops of the water are collected in the deepest valley (local search) and then reach the global optimal solution (i.e., sea level).
RFA
In the RFA, the particles move like gradient descent and hill climbing. The pseudocode of the proposed work is given in Algorithm 2. RFA optimization starts with initialization of population and parameters used. The terms used in the proposed algorithm are: raindrop, neighborhood, neighbor point, active drop, inactive drop, explosion process, raindrops rank and merit order list. These terms are described below. Generate np neighbor points 5: Calculate cost for raindrop and its neighbor points 6: if any dominant neighbor then 7: Replace drop with the most non dominant neighbor point 8: else 9: Set the drop's status to inactive 10: Create a merit-order list 11: Set lowest-rank raindrop as inactive 12: end if 13: Iteration = Iteration + 1; 14: if any active drop and iterations <= MaxIter then 15: Go to step 4 16: Calculate the cost function values of all the raindrops 17: Find the raindrop with minimum cost function 18: Print the raindrop position and cost as the optimum solution 
Raindrop
A single particle of a population is said to be a raindrop. It is a vector used to store the variables involved in optimization problem. It is used to satisfy the constraints of the optimization problem. m represents the size of the population, i is used to show the drop numbers. It is defined in Equation (15) [46] .
where n is used to represent the variables used in optimization problem, x i,k shows the kth variable used in optimization problem. D i is the ith drop number. The constraint used is given in Equation (16) [46] .
where U is used to show uniform distribution function. Upper and lower limits are represented as low k and up k .
Neighborhood
Neighborhood is the domain with radius r around raindrop in N-dimensional search space. It changes with the change of raindrop value.
Neighbor Point
In optimization, a random generation of a point is said to be a neighbor point. NP i j shows the neighbor point j of raindrop i. The formula for NP i j is given below in Equations (17) and (18) 
whereas, i = 1, 2, 3, ..., m, j = 1, 2, 3, ..., np and k = 1, 2, 3, ..., n, and r shows real vector, r initial is the initial neighborhood size and np represents the neighborhood points.
Dominant Drop
The point performs well in neighborhood is said to be dominant. It reaches a optimum value of given objective problem. Dominant drop is represented as NP d i . F shows the function required to solve objective problem. Following formulas are used to find the value of raindrop (F(D i )) and its neighbor point (F(
Active Drop
The variable having a dominant neighbor is said to be active drop.
Inactive Drop
The variable having no dominant neighbor is said to be inactive drop.
Explosion Process
The explosion process is done when the drop is inactive, i.e., it has no dominant neighbor during optimization or there are not sufficient neighbors. This process is done to take rain drop out of this situation. The explosion process runs for Ne times. (np(ex)) is used to verify the neighbors in explosion process as Equation (20) in [46] .
where neighbor points are represented as np, explosion base is shown as eb and the explosion counter is given as ec.
Raindrops Rank
There is a merit list in which different ranks are given to all raindrops. The ranks of raindrops are calculated as Equations (21)- (23) in [46] .
where ω1 and ω2 are weighting co-efficients. The value of ω1 and ω2 is 0.5. (C1 i t ) and (C2 i t ) shows the change in value of objective function for raindrops at iteration t. Rank it shows the rank of rain drop at iteration t.
Merit Order List
A merit list is used to save the ranks of raindrops in ascending order. A raindrop from merit list is removed and considered in optimization problem. At first iteration, the raindrops are generated randomly. After generation of raindrop, a neighborhood is assigned to each raindrop and the neighbor points are also generated randomly according to the constraints of objective function. Some constraints are discussed below for assigning neighbor points using Equations (24) and (25) [46]:
The cost is calculated for each rain drop and its neighbors. All values of neighborhood are compared with value of raindrop to find out the most dominating neighbor point.
Simulation Results and Discussion
Experiment Configuration
Simulations are performed to investigate the impact of GTToU and compared with Flat Rate (FR) and ToU (seasonal fixed) price signal on the user's electricity bill. The FR is considered as a baseline electricity rate in [47] . As discussed earlier, dynamic and time-based electricity rates determine on the basis of generation cost and consumed energy. However, generation cost is somehow confidential. So, for this experimental study, we assume an increase in the generation where rates of ToU price are high. The FR and ToU tariff for this experimental study is taken from [5] . The ToU tariff is given in Figure 2 . The FR price for each hour remains fix and it is 7.7 per kWh up to 1000 kWh and 8.9 for more than 1000 kWh. In order to find the difference in the total cost and per unit price, three homes are considered with the same number of appliances and the same load demand. However, appliances operational time varies according to the customer life style as shown in Figure 3 .
The electricity bill can be further reduced after scheduling the electric appliances. Further experiments are carried out to study the impact of scheduling using two meta-heuristic optimization algorithms: SSA and RFA. We also investigated the impact of proposed pricing technique after load shifting through scheduling.
Three smart homes are considered for scheduling where each home has 12 appliances. For fair comparison of three homes' electricity bill, we have considered the same energy demand by each user. The detailed description of each appliance is given in Table 1 . The selected appliances have three groups: schedulable interruptible, schedulable non-interruptible and non-schedulable appliances. Different time slots can be allocated for interruptible appliances, whereas non-interruptible appliances cannot be interrupted during the working cycle (e.g., washing machine and cloth dryer). Moreover, dishwasher will always start working after the oven. There could be a gap between oven and dishwasher. However, this gap is not acceptable in case of cloth dryer and washing machine. 0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 Time (hours) 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 Time (hours) 
Experimental Results for GTToU
The difference in electricity cost for FR, GT-based ToU price (GTToU) and ToU without scheduling can be envisioned in Figure 4 . In this figure, the electricity price of each user changes according to the consumed energy during the shoulder-peak and on-peak hours. A slightly different behaviour in scheduled load is observed with the RFA, as shown in Figure 2b . At the 7 p.m. point, the unscheduled power consumption of Home 2 is less than Home 1 and 3 and the price is also minimized for this particular slot (see Figures 2 and 3 ) which shows reduction in electricity cost as shown in Figure 5 . Moreover, the Figure 5a ,b show that the load at 6:30 p.m. is the same for Home 3. The price during the off-peak hours remain same. From simulation results, it is analyzed that using FR, a user has to pay 483.767¢ for 62.870 kW for one day load. Which is higher than the scheduled load by RFA. While comparing GTToU with ToU approximately, 1% decrement is observed in electricity bill using GTToU. However, this difference is increased after scheduling as described in Table 2 . With Salp scheduler, the difference between between scheduled and unscheduled cost for the three homes is calculated as 6%, 4% and 13%. Whereas RFA scheduler outperformed by reducing 14%, 5% and 12% electricity cost. This shows that the price is reduced after shifting the peak load from on-peak hours towards the off-peak hours. Moreover, the electricity cost per hour is decreased for each home using the GT model. The percentage difference of cost between scheduled and unscheduled homes using GTToU is 28% for Home 1, 25% for Home 2 and 29% for Home 3 for SSA. Whereas for RFA, the difference is 32%, 29% and 31% of targeted homes. If we compare ToU and GTToU electricity cost after scheduling, it is observed that electricity cost decreases after calculating the price using GTToU up-to 21%, 26% and 23% for Home 1, Home 2 and Home 3, respectively for RFA. Similar behavior is observed for SSA, where 24%, 23% and 19% decrease in cost for GTToU is observed for Home 1, Home 2 and Home 3, respectively. Table 2 shows that each home electricity cost is different although each home has the same load. This shows that the home with the maximum load during on-peak hour has a high electricity bill. In summary, the proposed pricing scheme GTToU outperformed as compare to ToU rate after scheduling.
The impact of scheduled load on price is given in Figure 2 . This figure depicts that the electricity price changes according to the user load profile given in Figure 3 . As shown in Figure 3a for Salp algorithm, at 6 p.m. (shoulder-peak hour) load of Home 1 and Home 3 is higher than the Home 2 which reflects the price rate (see Figure 2a) whereas the cost of Home 1 and 3 is higher than the Home 2. After scheduling, a remarkable difference is observed in electricity cost and PAR as given in Table 2 . The overall percentage difference is 4% in cost after scheduling with GTToU. Where the PAR difference for scheduled and unscheduled homes is 52% for Home 1, 29% for Home 2 and 43% for Home 3. This reduction in PAR shows that proposed constraint-based cost minimization function avoid the peak rebounding. Moreover, from Figure 3 it can be observed that the maximum unscheduled power load is 5 kWh; however, after scheduling maximum peak load is 3.5 kWh.
Experimental Results for Day-Ahead RTP
The RTP price can be defined as a week-ahead, day-ahead and an hour-ahead. The week-ahead and day-ahead pricing schemes are determined on the basis of previous electricity demand. RTP hourly pricing scheme is defined as the projection of incremental demand and generation cost per day. It is easy to schedule the electrical appliances for week-ahead and a day-ahead pricing schemes. However, scheduling of appliances for an hour-ahead pricing scheme is quite challenging. The price during on-peak and off-peak hours varies, so it is difficult to schedule the appliances for an hour-ahead pricing strategy. Load forecasting can be used to tackle the aforementioned problem.
The proposed SSA-based scheduling scheme is tested for day-ahead RTP signals. The results are given in Figure 6 , it depicts that the load is increased during the on-peak hours which affects the electricity cost. A minor difference (i.e., 1%) is observed between RTP and GTRTP price as shown in Table 3 . However, the cost is increased with both schedulers. 13% cost is increased for Home 2 with Salp scheduler and 7% is increased with RFA for the same home. However, it is observed that the cost and price decreased after scheduling with GTRTP. The total difference in cost between the scheduled and unscheduled cost using Salp is 14%, 14% and 15% for Home 1, 2 and 3, whereas the difference is 16%, 15% and 16% with RFA. The results further confirmed that the RFA outperformed. The PAR value decreases up to 52% with Salp and 17% for RFA. In Figure 6 , at 11:30 a.m., the energy consumption of Home 2 is higher than the Home 1 and 3. It can be envisioned from Figures 7 and 8 that the electricity cost is not high during some specific hours. After scheduling the cost varies accordingly. Figure 9 shows that the price during on-peak hours is reduced due to the shifting of load. To avoid the peak formation, scheduling is done. The PAR value decreases up to 52% with Salp and 17% for RFA. In Figure 6 , at 11:30 a.m., the energy consumption of Home 2 is higher than the Home 1 and 3. Further, Figures 3 and 6 show the peak load and cost during on-peak and off-peak hours. The RFA efficiently dealt with the distribution of load during on-peak hours. Despite this, there is a minor difference between SSA and RFA. As shown in Figure 6a ,b, RFA avoids peak formation and keeps the load on the average level. A Salp algorithm somewhere exceeds the average level (Figure 6a) .
The results of ToU and day-ahead RTP tariff policies show that ToU is more convenient. In ToU tariff policy, the consumers have to pay less than the RTP users. Moreover, the proposed scheme efficiently reduced the electricity bill. Before scheduling, the difference between the electricity bill of ToU and GTToU is less. However, GTToU is effective after scheduling. Moreover, the simulation results depict that RFA effectively explores and exploits the search space.
The day-ahead RTP and ToU pricing schemes are efficient for scheduling the load profiles of electricity. The RTP has been defined for week-ahead, day-ahead and hour-ahead pricing schemes. The week-ahead and day-ahead pricing schemes are defined on the bases of previous electricity demand. The pricing scheme for an hour is defined for RTP hour-ahead price. It depends on the prediction of incremental demand and generation cost per day. It is easy to schedule electrical appliances using week-ahead and day-ahead pricing schemes. However, for an hour-ahead pricing scheme, it is difficult to schedule the appliances as the price per hour is different. Load forecasting is one of the solutions to solve the aforementioned issues. For this purpose, simulations are done for the load forecasting to deal with hourly ahead RTP signal using ensemble classifiers. 
Experimental Results for Ensemble Regression
In order to study the impact of ensemble classifiers on load prediction, the weather and load data is taken from [48] . The datasets available in [49] contain the weather and energy consumption record of different homes. From this available records, we analyze and predict the Home A power load. This data contains the each mints load and weather detail.
In the proposed work, the data of summer season is considered. So the data for June, July, August and September is taken. Regression model is used to train the data of June-August. Whereas the testing is performed on the data of September. The prediction of load depends on the conditions of the weather. To analyze the behaviour of regression model, different load patterns are studied as given in Figures 10-12 . These figures show the users behaviour for an hour, day and month. Figure 10 shows that the load profile of users is stochastic. The load demand is high in morning and evening. The electricity consumption also depends on the working hours. For one day prediction, only the first day of each month is taken for the purpose of training and testing. The Figure 10 shows that the K-nearest neighbour prediction is different from the actual data.
The user electricity consumption is given in Figure 11 . Where electricity load profile shows a different behaviour for each day. From this, we analyze that the demand for a day and hour changes as given in Figure 12 . Moreover, the minimum error is shown by Naive Bayes. However, its trend is different from the actual behaviour. From this trend, scheduler can estimate the on-peak and off-peak hours. 
Conclusions
In this study, the coalition-based GT model is proposed to formulate the pricing scheme model. Dynamic DR price models are used to charge the electricity cost per unit. The main purpose of the proposed work is to shift the load from on-peak hours to off-peak hours. Furthermore, some incentives are also defined for users. However, a per unit cost is same for all users. There is a pay-off incentive for the users who have shifted the load from on-peak to off-peak hours. The purpose of the proposed model is to charge the per unit price according to the consumed energy and the extra generation cost. The shappley value distributes the extra generation cost among each user according to the electricity load profile. The cost is directly proportional to the load peak during on-peak hours. Moreover, SSA and RFA are used to automate home appliances. Experimental results show 50% reduction in PAR and 32% in cost with RFA using GTToU. This shows the effectiveness of RFA. A remarkable difference between schedule load price for ToU and the proposed technique is observed. However, this difference is minor for unscheduled ToU and GTToU electricity bill. The proposed scheme is further compared with day-ahead RTP. Simulation results show that the proposed GTToU price model is more cost effective as compared to day-ahead RTP. Moreover, electricity load is predicted using ensemble classifier for hourly-ahead RTP rates. Simulation results show that ensemble regression model outperformed the single regression model. In this work, we have studied ensemble classifiers impact on the load forecasting technique. In the future, we will enhance the techniques for load prediction.
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